> 7T CABLE, 4$12 (2 NAC), 2§12 (24VDC), TO EXISTING FATC AT FACP, TO
R T A R ~ REMAIN. PROVIDE NEW SUPPORT PER CODE FOR EXISTING CONDUIT.

N _ ‘ O A o ‘ 'EXISTING FIRE ALARM CONDUIT AND WIRING TO EXISTING FATC #3 N
T 1 o o . . .. = - BASEMENT. EXISTING WIRING TO BE REPLACED. REMOVE EXISTING WIRING..

T S R o '  EXISTING CONDUIT TO BE REUSED. PROVIDE NEW SUPPORT PER CODE FOR
~ EXISTING CONDUIT S

" OFFICE > |
[ ] - [[1a26 ]

LIBRARY | M\H ITEL N

(o] '"“1:@0

—_ . — ¥ — J— — — . — & — — —
. 1 58 | .

T e T FIRST FLOOR FIRE ALARM DEMO NOTES
| » @ ;-~W*EXISTING FACP TO REMAIN _ bt T e R
(@  EXISTING FIRE ALARM CONTROL PANEL ABANDONED IN PLACE AND BEING USED AS
T e 7 AFATC, TO REMAN. EXISTING FATC SHALL BE RELABELED PER FIRE ALARM. .
P | o @ ExxancP FATC #4 TO REMAIN EXISTING FATC SHALL BE RELABELED PER FIRE
- S R S " ®  EXISTNG FIRE ALARM ANNUNCIATOR TO' REMAIN EXISTING F'IRE AI.ARM conoun L
® I A B " AND WRING TO EXISTING FACP TO REMAN. T |
e A o @ EXISTING ADDRESSABLE SMOKE DETECTOR TO REMAIN AND TO BE RECONNECTED B
8 e (®  EXISTING ADDRESSABLE MANUAL PULL STATION TO REMAIN. EXISTING PULL f | .
] — -~ — e e — — e —— —~ — - = -~ — = = 7 STATION IS MOUNTED APPROXIMATELY 50" FROM CENTER OF BOX ABOVE FINISHED
= - - — e e s e e IR R e | . 1L _ _ . FLOOR. PROVIDE NEW FLUSH OUTLET WITH NEW CONDUIT AND WIRING IN WALL TO
‘8 A e - e = 1T  RELOCATE EXISTING PULL STATION TO 45" FROM CENTER OF BOX ABOVE
4 | 1 | . FINISHED FLOOR. T D] - |
AT |15 o CONFERENCE QUIPMENT P G ;REMOVE EXISTING MANUAL PULL STATION AND RELATED CONDUITS AND WIRING
- L 24 B SERLES y ROOM t{ A ]
B} k TV R B N ol N e DR - ® I;EXISTING ADDRESSABLE DUCT SMOKE DETECTOR To REMAIN ey
=t N T At | ST R S -E= e EEE R e I ol B T R (| I ‘ " (D EXISTING HORN/STROBE TO BE REMOVED OR REPLACED. REMOVE EXISTING B L N
e | C})‘.FFICET T R e STUBY - SRR | -7 DEVICE, CONDUTS AND WIRNG. BLANK OFF OUTLET. = (i NS
‘”’ . R = R - @ |- “rROOM I f@-.REMOVE EXISTING FIRE ALARM conourrs AND WRNG. &
8 LR o AU S B — , iR . @D EXISTING FIRE ALARM CONDUIT WITH ONE ADDRESSABLE DEVICE CABLE, 2#12
£ B B P : I S L O i T (Nac), 2#12 (24voc) TO REMAIN. REMOVE EXISTING 2#12 (NAC) NOT TO BE
= T EERE AT BRIV O i © REUSED. | |
- e . 'v B . ) 1 [ l/.é -1 L:. s 3= - o . } . . . R N
2 _ _ _ 7/ _ K s I _ B _ _ HT o : _ _ FEXISTING FIRE ALARM CONDUIT WITH EXISTING ONE ADDRESSABLE DEVICE CABLE
- . gy S - ™= TR | i ~ CT " AND NAC WIRING, TO EXISTING FATC AT FACP. REMOVE EXISTING WIRING.
1 : C | 1 REE
5 ~ B | Rl - | ~ PROVIDE NEW SUPPORT PER CODE FOR EXISTING CONDUI. Sy o
'é o 1K i AUDIO/ 8 A R R ¢)) § 'EXISTING FIRE. ALARM CONDUIT WITH ONE EXISTING ADDRESSABLE DEVICE o | E
e /() FATC. $4 ! i VISUAL | —_— T CABLE, 2§12 (NAC), 2412 (24VDC), TO EXISTING FATC AT FACP, TO REMAN. .~ |-
2 /N o S — R S S . PROVIDE NEW SUPPORT PER CODE FOR EXISTING CONDUT. -~
: [ ;) 1 BERTY T ] @ EXISTING FIRE ALARM CONDUIT WITH ONE EXISTING ADDRESSABLE DEVICE
-1 ! ) vy /o |

,'EXISTING FIRE ALARM CONDUIT AND WIRING TO EXISTING FATC #1 ON SECOND | o | ';f‘ e —

e :

T | * FLOOR. EXISTING WIRING TO BE REPLACED. REMOVE EXISTING WIRING.

[ e ~ ~~/  EXSTING CONDUT TO BE REUSED. PROVIDE NEW SUPPORT PER CODE FOR
T . EXSTING CONDU.
I

.~ OFFICE || oFFicE ||  OFFICE

QEXISTING FIRE ALARM CONDUIT AND WIRING TO EXISTING FATC #5 ON SECOND
~ FLOOR. EXISTING WIRING TO BE REPLACED. REMOVE EXISTING WIRING.

. EXISTING CONDUIT TO BE REUSED PROVIDE NEW SUPPORT PER CODE FOR

. ,EXISTING CONDUIT =

EXISTING FIRE ALARM CONDUIT WITH ADDRESSABLE DEVICE CABL.E TO EXISTING
-~ bucTt SMOKE DETECTORS. IN MEZZANINE MECHANICAL ROOM, TO . REMAIN :
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i ' P R | R B IE ’ v : — ; ) : ;{ o LT . o S o EXISTING PULL STATION SURFACE MOUNTED WITH SURFACE WIREMOLD ON WALL ‘
I | 3 I | L T : ‘ - ,Lﬁ T e L ' P . REINSTALL PULL STATION FLUSH IN WALL. RUN 3/4"C WII'H ONE "A" CABLE IN -
1 I : - 1 - ‘ ‘ ) : ‘ ' ) ‘ Ii’ P C ; ST R WALL UP TO ATTIC TO RECONNECT EXISTING WIRING o ,
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| | | "‘GENERAL FIRE ALARM SYSTEM NOTES:

| 3_1_. " EXISTING BLDG CURRENTLY HAS A MANUAL FIRE ALARM SYSTEM. SCOPE OF FIRE

~one half mch = vone foot

.
| | 2 ~ALARM WORK IS TO EXTEND THE EXISTING MANUAL FIRE ALARM PER CURRENT |
. s \~\ V : : NFPA 101 AND ADA REQUIREMENT. , o\
g . L 2. EXISTING FIRE ALARM SYSTEM CONSISTS OF A SIMPLEX #4100 ADDRESSABLE
g I | FIRE ALARM CONTROL PANEL WITH SIMPLEX ADDRESSABLE INITIATION DEVICES
k T “AND NAC DEVICES. ALL NEW DEVICES SHALL BE AS MANUFACTURED BY SIMPLEX,
A an COMPATIBLE WITH THE EXISTING #4100 FIRE ALARM SYSTEM..
) - | S e T e e o e R . Cee
— — r RE — — —] — — - 3. FIRE ALARM SYSTEM SUPPLIER SHALL ASSIST ELECTRICAL CONTRACTOR IN THE o
1 S N - I L R . ~ DEMO FIRE ALARM WORK AND NEW FIRE ALARM WORK TO ACCOMMODATE PHASING or
1 1] AUDITORIUM ]: | H h H ! H I ~ THE PROJECT. R o AR |
| 3 i {181 TR TR L 4. ALL PROGRAMMING AND TESTING AS REQUIRED FOR A COMPLETE OPERABLE MANUAL
o I | ool L FIRE ALARM SYSTEM SHALL BE DONE BY EXISTING FIRE ALARM SYSTEM SUPPLIER- |
1! i A N IR ¥ e | * AND ALL COST SHALL BE INCLUDED IN THE CONTRACT. |
I | — _ _ 5. CONTRACTOR SHALL PROVIDE NEW SUPPORT PER CODE FOR ALL EXISTING FIRE
| P . ~ ALARM CONDUITS THAT REMAIN, IN ATTIC OR SURFACE MOUNTED ON CEINGS
| 9 ¢ T CAND WALLS. |
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one quarter inch = one foot

one eighth inch = one foot -
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